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5. BLOCK WALLS SHALL BE FILLED WITH THERMCO FOAM INSULATION, OR EQUAL.

12" BATT INSULATION

S

(2) #4 BARS CONTINUOUS

PRE-FINISHED'AL SHNGIHM LAP) e
FASCIA w‘

2"X6" FASCIA BOARD

L / 1'_6"
]
PRE-FINISHED VENTED

ALUMINUM SOFFIT MATERIAL

LAP SPLICE

8"X8" STRUCTURAL CONCRETE MASONRY
UNITS WITH HORIZONTAL JOINT REINFORCEMENT
AT ALTERNATE COURSES AND 1-#4 BAR VERTICAL
AT 4' O.C. AND AT EACH CORNER AND
INTERSECTION, GROUTED IN FULL HEIGHT OF
WALL (MINIMUM BAR LAP 18"). TYPICAL ALL
MASONRY WALLS

GROUND LINE
(SLOP TO DRAIN)
BLEND IN TO
EXISTING GROUND)

SEE DETAILS X&Y ON
SHEET S1.2 FOR
REINFORCING

6. SURE-KLEAN MASONRY SEALER , OR EQUAL, SHALL BE USED TO WATER PROOF,
OR SEAL ALL BLOCK WALLS, BOTH INTERIOR AND EXTERIOR.

7. LINTELS SHALL BE INSTALLED ABOVE ALL OPENINGS, AND SHALL CONSIST OF 2-3%,"
X 35" X %" STEEL ANGLES, GROUTED FULL.

8. "SPLIT-FACE" BLOCK TO BE PROVIDED FOR ALL WALLS. TOP COURSE SHALL BE
"FLAT-FACE". AREAS FOR MOUNTING ELECTRICAL PANELS TO FRONT WALL SHALL BE
"FLAT-FACE". (CONTRACTOR TO COORDINATE WITH ELECTRICAL/TELEMETRY
CONTROLS VENDOR FOR SIZE AND LOCATION OF "FLAT-FACE" BLOCK AREAS).

9. ALL DOORS SHALL BE KEYED ALIKE.

10. CONTRACTOR SHALL REVIEW PLANS AND SPECIFICATIONS THOROUGHLY PRIOR
TO BID. ANY DISCREPANCIES SHALL BE BROUGHT TO THE ATTENTION OF THE
ENGINEER FOR A DECISION ON WHICH GOVERNS PRIOR TO BIDDING.

11. FOR STRUCTURAL DESIGN REQUIREMENTS SEE SECTION 61 OF PROJECT
SPECIFICATIONS.

12. ALL FLOOR DRAINS SHALL BE PROPERLY VENTED PER ILLINOIS STATE PLUMBING
CODE. ALL BUILDING PIPING, TO 5 LF OUTSIDE STRUCTURE, SHALL ADHERE TO
ILLINOIS STATE PLUMBING CODE.

g™
N SIS SRR

SECTION J-J
SCALE 3/4" = 1'-0"

AIR BAFFLE, IN EACH TRUSS SPACE

%"X10" ANCHOR
BOLTS @ 24" O.C.

12" BATT INSULATION

N\ ANANEVAN

HENEGHAN &
ASSOCIATES, P.C.

STEEL ROOF
(COLOR AS SELECTED BY OWNER)
OVER 15# ASPHALT SATURATED FELT

ON % PLYWOOD

ENGINEERS-SURVEYORS
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DESIGN FIRM NUMBER 184-002692,
EXPIRES APRIL 30, 2019

O 1004 STATE HWY. 16
JERSEYVILLE, IL 62052
P: (618) 498-6418

F: (618) 498-6410

838 EAST McCORD STREET

CENTRALIA, IL 62801
P: (618) 533-6525
F: (618) 533-6652

CEILING

2"X8" TREATED TOP PLATE
(0.40 PCF CCA) ATTACH
TRUSSES WITH 2 METAL
FASTENERS PER TRUSS
"SIMPSON" H3 OR EQUAL

CONTINUOUS BOND BEAM
FILL WITH GROUT. AT
EXTERIOR AND INTERIOR
WALLS LAP SPLICE
REINFORCING AT
CORNERS AND WALL
INTERSECTIONS

45!

1
Y
]
Z
= |ko
N — < %‘: @)
Z < - Z
-4 5
SEE DETAILS X&Y ON @) X o < 3
SHEET S1.2 FOR =20 |[5y
REINFORCING O Y S x
z
LLI >3 |E5
0] o % 8
4 Sz |3y
LLI O =z
< O E W i
< Ow |&¥
13. ALL FLOORS SHALL SLOPE AT LEAST ONE INCE IN EVERY TEN FEET TO A SUITABLE o) L %
DRAIN. %J S |k
O
14. VERTICAL REINFORCEMENT SHALL BE PROVIDED AT THE CORNERS AND AT 48" SECTION K-K m m
0.C. GROUT CORE SOLID WITH (1) #5 VERTICAL FOR FULL HEIGHT OF THE WALL. SCALE 3/4" = 1'-0" v
O

15. ALLL VERTICAL REINFORCING SHALL HAVE DOWELS TO MATCH WHICH LAP
VERTICALS 24" AND EXTEND 24" INTO CONCRETE FOUNDATION WALL.

16. CONTINUOUS HORIZONTAL BOND BEAMS WITH (2) #5 BARS HORIZONTAL SHALL BE
LOCATED EVERY 48" VERTICALLY.

17. OPENINGS IN THE WALL OVER 16" REQUIRE DETAILING SIMILAR TO THE DOOR
OPENING DETAIL SHOWN IN THESE PLANS, EXCEPT THAT THE AREA BELOW THE
OPENING MUST BE REINFORCED WITH HORIZONTAL JOINT REINFORCING TO 2'-0"
BEYOND THE INTERMEDIATE BOND BEAM. IF THE BOND BEAM IS INTERRUPTED BY AN
OPENING, A BOND BEAM SHOULD BE PLACE BELOW THE OPENING AND LAPPED WITH
THE INTERRUPT BEAM 2'-0".

18. THE CHEMICAL FEED ROOM SHALL HAVE 2 (TWO) FLOOR VENTS AND PUMP ROOM
SHALL HAVE 4 (FOUR) FLOOR VENTS INSTALLED IN FLUSH WITH THE FLOOR, MODEL
1540-520 BY SMART VENT, STAINLESS STEEL, INSULATED.

(2) #4 BARS CONTINUOUS
(18" MINIMUM LAP)

310A VISION DRIVE
COLUMBIA, IL 62236
P: (618) 281-8133

F: (618) 281-8290

4" ALUMINUM GUTTER
(DOWNSPOUTS SHALL
BE INSTALLED AT
EACH END OF
GUTTER)

PRE-FINISHED VENTED
ALUMINUM SOFFIT MATERIAL

5213 MAE DRIVE, SUITE D
GODFREY, IL 62035

P: (618) 466-8076

F: (618) 466-8078

PORCH OVER HANG DISTANCE PER PLANS

REVISIONS

CONCRETE DRIVE
SLOPE TO DRAIN
AWAY FROM BUILDING

DRAWN BY:
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APPROVED BY:
HORIZONTAL SCALE:

X"=XX'

VERTICAL SCALE:
X"=XX'
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/REMOTE WEIGHT INDICATOR
IWALL—MOUNTED IN PUMP ROOM

1"¢ SCH. 40 P.V.C. PIPING WITH AN 30" LENGTH OF THE TOP
HALF REMOVED EVERY 36". ANCHOR TO WALL EVERY 36”.
RUN FLEXIBLE PLASTIC CHEMICAL FEED TUBING OR CONTROL

CABLES INSIDE THE 1”@ P.V.C. PIPING, TYP. USE IN BOTH
HORIZONTAL AND VERTICAL POSITIONS FOR TOTAL PROTECTION *
AND SUPPORT OF PLASTIC TUBING AND CONTROL CABLES. I —

CHLORINE |
ROOM \

-~
\ NOT PART OF
i/ THIS CONTRACT

00000 !
l
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DESIGN FIRM NUMBER 184-002692,

EXPIRES APRIL 30, 2019

[0 1004 STATE HWY. 16
JERSEYVILLE, IL 62052

TO TUBING, CONDUIT, ELECTRIC AND COMMUNICATION TO BE

CONDUIT TO PUMP ROOM \ MCC INSTALLED WITH THIS CONTRACT.

(®)

)
)

P: (618) 498-6418
F: (618) 498-6410

®
®

&

838 EAST McCORD STREET
CENTRALIA, IL 62801

P: (618) 533-6525

F: (618) 533-6652

310A VISION DRIVE
COLUMBIA, IL 62236
P: (618) 281-8133
F: (618) 281-8290

®)
D)
%)

VENT TO OUTSIDE
OF BUILDING _\
®

® \\
VENT TO OUTSIDE
g | OF BUILDING \/
&

5213 MAE DRIVE, SUITE D
GODFREY, IL 62035

P: (618) 466-8076

F: (618) 466-8078

CHEMICAL PUMP
WALL MOUNTED

) PUMP

CONTROLLER A
. °

®
P
®
)/
G
2)
®

&

1/2" FLEXIBLE 2
PLASTIC TUBING | o
VENT LINE 2
L
[h'd

CHEMICAL INJECTION LOCATIONS
SHOWN ARE SCHEMATIC ONLY.
LOCATE CHEMICAL INJECTORS AS
SHOWN ON THE "PIPING PLAN”
SHEET .

3/8" FLEXIBLE PLASTIC TUBING

THIS CONTRACT

: NOT PART OF
I

DAY TANK
OF SODIUM HYPO
CHLORITE SOLUTION

FOOT VALVE
STRAINER
ASSEMBLY

N )

.——.——.——.—\

PORTABLE
: y CONTAINMENT DECK
\ q O GEED G ° * G ¢ GEED 4 o GEEED /

/ SEE CORPORATION STOP
NON—CORRODING PLASTIC DIGITAL WEIGHT SCALE & NOZZLE ASSEMBLY DETAIL
WITH REMOTE WEIGHT INDICATOR THIS SHEET
|_|QU|D CHLOF\)”\]E CHEI\/HCAL NOTES: NOT PART OF

THIS CONTRACT
LIQUID CHLORINE CHEMICAL

PUMP: LMI-SERIES AA 941 — 352 S,
0.001 — 0.55 GPH CAPACITY

FeeD SCHEMATIC h

SCALE: NONE

.——.——.——.——.——.\

GREENE COUNTY, ILLINOIS

2. DAY TANK CAPACITIES: /
CHLORINE 10 GAL

7

TOP OF PIPE

BOOSTER PUMP STATION
GREENE COUNTY RURAL WATER

3. BULK TANKS
DUAL WALL 120 GAL

FUTURE CHEMICAL FEED DETAILS
GREENE COUNTY RURAL WATER -

DRAWN BY: RDS
CHECKED BY: SWE
APPROVED BY: SWE
HORIZONTAL SCALE:

AS NOTED

VERTICAL SCALE:
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WITH INJECTION CHECK VALVE.

ALL GASKETS TO BE CHEMICAL RESISTANT.
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SUB—PANEL BP DISCHARGE

PRESSURE ( TRANSDUCER ( HYBRID PRESSURE

GAUGE (0—250 PSI) CUT OUT
SWITCH / l\
/ / ENGINEERS-SURVEYORS

1"¢ SCH 40 P.V.C. PIPING WITH 30" LENGTH

OF THE TOP HALF REMOVED EVERY 36”7. ANCHOR /
TO WALL EVERY 36”. RUN 1/4” FLEXIBLE PLASTIC
FEED TUBING INSIDE THE 1”¢ PVC PIPING — /{ -1 1 — MALE
DESIGN FIRM NUMBER 184-002692,
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A=L VENT VALVE i  (618) 281-8290
CONNECTOR™—FF ___—1/4" GAUGE COCK
e=e== _— SQUARE HEAD 5213 MAE DRIVE, SUITE D
j PLUG | /4" HALF COUPLING GODFREY, IL 62035
’ ” P: (618) 466-8076
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